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® NOTE
A v ) . A
INSTALL HWATT, OR APPROVED EQUAL, ON ALL HORIZONTAL HOT WATER PIPE . A b
TO WITHIN 6” OF THE DROP TO EACH FIXTURE DOMESTIC HOT WATER > s -
MAINTENANCE HEAT TRACE TO MAINTAIN A MINIMUM TEMPERATURE OF 110 : .
DEGREES. USE 208V, SINGLE PHASE, 30 AMP CIRCUITS FOR EACH INSTALLATION. rKLER PIPING
SIZE THE INSULATION TO FIT OVER HEAT TRACE CIRCUIT.
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